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Notes:

2. Install video camera and intercom at
entrance to ward. Intercom
communicates with Nurses Station; 
Camera connects to existing monitoring
system.

3. Remove existing double doors and install
48" doors, finish to match existing.
* Interlock Door
* Card reader access (w/pin pad) 
  connected to existing PACS
* Automatic door opener

Notes:

4. Install cameras to monitor blind spots.
5. Seclusion Room - Install SIKA Comfort Floor Pro,

or equal, extend sys. to ceiling.
6. Fabricate and install 8 lockers under reception 

desk. Install Kitlock or equal digital lock w/
public function.

Notes:

7. Install 36" door with 6"x36" window light.
Provide card reader keypad for entry.

8. Remove & replace sinks, traps, and valve covers. Remove 
shower enclosures. Install backing in wall for sink, trap covers,
and handrails in showers. Install new shower heads and valves.
Slope shower floor to drain. Install SIKA resinous flooring in 
bathrooms, over existing VCT, extend to ceiling.

Notes:
1. Install intercom in smoke shed.    

Communicate with Nurses Station.

Notes:

 9.  Install SIKA Decko-

Flake resinous flooring
system with integral cove
base, or equal, over VCT,
in rooms 102, 105, 106,
108, 109, 111, 112,
and 114. Provide pricing
for rooms  106, 108,
109, 111, 112, & 114
as deductive alternate.

Example nomenclature
Room # - Bldg #
    104 - 01

Notes:
Observation window 24x36. Provide pricing as
10.  deductive alternate.


