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REFLECTED CEILING
PLAN SYMBOLS

2'x2' RECESSED
LIGHT FIXTURE

2'x4' RECESSED
LIGHT FIXTURE

ACT
?'-?"

CEILING TAG WITH CEILING HEIGHT.
HEIGHT INDICATED IS ABOVE FINISH
FLOOR.  SEE ROOM FINISH SCHEDULE
FOR ACT TYPE.

RECESSED
DOWNLIGHT

HVAC RETURN
GRILLE

HVAC SWITCHED
EXHAUST GRILLE

FIRE PROTECTION-
SPRINKLER HEAD

HVAC SUPPLY/
RETURN
LINEAR DIFFUSER

ACCESS PANEL

EXIT SIGN,
SINGLE-SIDED

EXIT SIGN,
DOUBLE-SIDED

F FIRE PROTECTION-
FIRE ALARM DEVICE

PENDANT / SUSPENDED
LIGHT FIXTURE

HVAC SUPPLY
GRILLE

CONTROL JOINT

1'x4' RECESSED
LIGHT FIXTURE

CEILING PLAN NOTES

SHEET KEYNOTES

1. REFER TO SPECIFICATIONS FOR PRODUCT AND
MATERIAL INFORMATION, REFER TO INDIVIDUAL
SECTIONS FOR MATERIAL SELECTION KEY CODES
AND COLOR SCHEDULE(S).

2. REFER TO ENGINEERING DRAWINGS AND
SPECIFICATIONS FOR FIXTURE AND EQUIPMENT
SCHEDULES.

3. CEILING MOUNTED DEVICES (LIGHT FIXTURES,
DIFFUSERS, SPRINKLER HEADS, ETC.) TO BE
CENTERED IN CEILING TILES UNLESS NOTED
OTHERWISE.

4. SEE S-AI502 FOR TYPICAL CEILING DETAILS.
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LEVEL 2 - AREA C - REFLECTED CEILING PLAN

JUNE 17, 2016 TW JH
S-AI122C

THOMAS H. GYLLSTROM      9098

23

KEY PLAN
PLAN
NORTH

C

 1/8" = 1'-0"1 SECOND FLOOR RCP - SOUTH

201 WS-1, MANUAL OPERATION. FULL WIDTH OF
WINDOW.  SEE SPECIFICATION.
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