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3'�0" MAX.
W/O HEAD ANCHORS

CARRY JAMB
STUDS

TO STRUCTURE
ABOVE � TYP.

JAMB
ANCHORS

TYPICAL

16 GA. FRAME ANCHORS.
PLUG WELD TO STEEL
FRAME
BY FRAME MANUFACTURER,
FIELD ATTACH TO STL.
STUDS
W/ (2) #10 SMS AT EA.

16 GA. FRAME
TYP.
14 GA. FRAME FOR
DOORS OVER 3'�0"
WIDE

DOOR
FRAME

JAMB STUD

16 GA. FLOOR
ANCHORS AT

EA. JAMB.

MORE THAN 5'�0"MORE THAN 5'�0"

3'�0"

MAX.

4"

3 5/8"

2"

1
 1

/2
"

3'�0"

MAX.

4"

3/4"

3/4"

HEAD ANCHOR

FRAME

S
IZ

E

NOTE:

THROAT DIMENSION  EQUALS
WALL THICKNESS PLUS 1/8"

5/8" GLASS MAT GYPSUM BD. EACH
SIDE OF METAL STUD

DOOR, PER DOOR SCHEDULE

JAMB STUD, REFER TO FRAMING
DETAILS SHEET A770
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EQ EQD
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WELDED HOLLOW METAL
FRAME, REFER TO SCHEDULE

NOTE:

THROAT DIMENSION  EQUALS
WALL THICKNESS PLUS 1/8"

5/8"  GLASS MAT GYPSUM BD EACH
SIDE OF METAL STUD

DOOR, PER DOOR SCHEDULE

HEADER, REFER TO FRAMING
DETAILS, SHEET A770

WELDED HOLLOW
METAL FRAME, REFER TO SCHEDULE
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NOTE:

THROAT DIMENSION  EQUALS
WALL THICKNESS PLUS 1/8"

5/8" GLASS MAT GYPSUM BD. EACH
SIDE OF METAL STUD

DOOR, PER DOOR SCHEDULE

JAMB STUD,
REFER TO FRAMING DETAILS
SHEET A770
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WELDED HOLLOW METAL FRAME,
REFER TO SCHEDULE

NOTE:

THROAT DIMENSION  EQUALS
WALL THICKNESS PLUS 1/8"

5/8"  GLASS MAT GYPSUM BD EACH
SIDE OF METAL STUD

DOOR, PER DOOR SCHEDULE

HEADER, REFER TO FRAMING
DETAILS, SHEET A770

WELDED HOLLOW
METAL FRAME, REFER TO SCHEDULE
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NOTE:

THROAT DIMENSION  EQUALS
WALL THICKNESS PLUS 1/8"

F.O.S. @ PERPENDICULAR
WALL

CHANNEL ANCHOR SPOT
WELDED TO BACK OF JAMB
W/ SPOT GROUTING

TWO LAYERS OF 5/8"
 GLASS MAT GYPSUM BD. EACH
SIDE OF METAL STUD

DOOR, PER DOOR SCHEDULE

JAMB STUD AT 1�1/2 HOUR
ASSEMBLY SEE DETAIL 1/�

WELDED HOLLOW METAL
FRAME � SEE SCHEDULE
FOR FIRE RATING
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NOTE:

THROAT DIMENSION  EQUALS
WALL THICKNESS PLUS 1/8"

TWO LAYERS OF 5/8"
TYPE "X"  GLASS MAT GYPSUM BD EACH
SIDE OF METAL STUD

DOOR, PER DOOR SCHEDULE

NESTED STUDS AT  1 1/2�HOUR  DOOR
ASSEMBLY, HEADER IS SHOWN FOR
4'MAX. SPAN.

WELDED HOLLOW METAL
FRAME SEE SCHEDULE FOR
FIRE RATING
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ALUM. DOOR FRAME, SEE SCHEDULE

GLAZING, SEE SCHEDULE

GLAZING,  PER DOOR SCHEDULE

EXTERIOR ALUM THRESHOLD,
PER DOOR SCHEDULE

ALUM GLASS STOP ASSEMBLY �
(FINISH TO MATCH DOOR)

ALUM. BOTTOM RAIL

VERT ALUM DOOR FRAME,
BEYOND

BEVEL MAX. 1:2
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NOTE:
FLOAT FLOORING AS
REQUIRED TO RESULT
IN A SMOOTH TRANSITION
WHERE DIFFERENT
FLOORING TYPES MEET.
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REFER TO FINISH
SCHEDULE AND
INTERIOR FINISH
SHEETS

CERAMIC TILING

093013.A00

REFER TO FINISH
SCHEDULE AND
INTERIOR FINISH
SHEETS

SEE 090600
SOLID SURFACE THRESHOLD
TO FACE OF DOOR FINISH
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NOTE:
WHERE FLOOR FINISHES PROVIDE A

OR GREATER, THE THRESHOLD AS
SHOWN BELOW MAY BE OMITTED AT
DOORS UP TO A 90 MIN RATING:

CRITICAL RADIANT FLUX OF .22 W/cm
2

FLOOR FINISH
REFER TO TO FINISH SCHEDULE

087100
METAL THRESHOLD,
ALIGN W/ FACE OF DOOR FRAME

FIRE RATED DOOR, PER SCHEDULE

FIRE RATED DOOR FRAME
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FLOOR FINISH
REFER TO FINISH SCHEDULE

SUB FLOOR

DOOR, PER SCHEDULE

DOOR FRAME

. . . .

FAST SETTING CEMENT PATCHING
COMPOUND, FEATHER UP TO ALIGN
FLOOR FINISHES WHERE
VARIATIONS OCCUR
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CARPETING

096800.A01

REFER TO FINISH SCHEDULE
AND INTERIOR FINISH SHEETS

DOOR, PER SCHEDULE

DOOR FRAME
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THRESHOLD
ALIGN TO FACE OF DOOR

HARDENED CONCRETE FLOOR
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RESILIENT FLOOR TILE

096519.A00

CARPETING

096800.A01

REFER TO FINISH SCHEDULE
AND INTERIOR FINISH SHEETS

REFER TO FINISH SCHEDULE
FOR TYPE AND HT.

DOOR, PER SCHEDULE

DOOR FRAME

090600
CARPET BINDING STRIP
ALIGN TO FACE OF DOOR

REFER TO FINISH SCHEDULE
FOR TYPE AND HT.

SOLID SURFACE FLOOR

090600
SOLID SURFACE THRESHOLD
TO FACE OF DOOR FINISH,
PER MANUFACTURER

DOOR, PER SCHEDULE

DOOR FRAME
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RESILIENT FLOORING
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5/8" TYPE "X"
GYPSUM WALLBOARD

ALUM. STOREFRONT FRAME
FINISH � SEE SPECSS
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ALUM. STOREFRONT FRAME
FINISH � SEE SPECS

AUTOMATIC OPERATOR WHERE
OCCURS, REFER TO HARDWARE SPECS

1/2" PAN HEAD SMS 3 @ DOOR
JAMB AND 2 @ DOOR HEAD
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5/8" TYPE "X"
GYPSUM WALLBOARD

ALUM. STOREFRONT FRAME
FINISH � SEE SPECS
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(2) 4" X 16 GA. STEEL STUDS

JAMB STUDS, SEE FRAMING DETAILS
SHEET A770

ALUM. STOREFRONT FRAME
FINISH � SEE SPECS

1/2" PAN HEAD SMS 3 @ DOOR
JAMB AND 2 @ DOOR HEAD
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DOOR OPERATOR, SEE
SPEC SECTION 087100

ALUM CURTAIN WALL
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SECTION 084413
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Fire Protection Engineering
Aon Fire Protection Engineering Corporation
11770 Bernardo Plaza Court |  Suite 116 |  San Diego, CA 92128
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Fire Protection  |  Code  |  Risk  |  Life Safety  |  Security
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Reviewing Agency 6 Fire Protection

As indicated

VA RENO HEALTHCARE SYSTEM COMMUNITY
LIVING CENTER EXPANSION

04/15/2013

DOOR & WINDOW DETAILS

#1017200

AE320

975 KIRMAN AVE., RENO, NV

VH/TC/PARP

 3" = 1'�0" 1
DOOR FRAME ANCHOR AT MTL STUD AT 2

HOUR WALL

 3" = 1'�0" 3DOOR JAMB � NON�RATED

 3" = 1'�0" 4DOOR HEAD � NON�RATED

 3" = 1'�0" 5DOOR JAMB � 20, 45, OR 60 MIN.

 3" = 1'�0" 6DOOR HEAD � FULL HT � 20, 45, OR 60 MIN.

 3" = 1'�0" 7DOOR JAMB � 90 MIN.

 3" = 1'�0" 8DOOR HEAD � 90 MIN.

 3" = 1'�0" 19
EXT. DOOR JAMB WITH SIDELIGHT ALUMINUM

FRAME

 3" = 1'�0" 17EXT. DOOR SILL � ALUMINUM FRAME  6" = 1'�0" 12
THRESHOLD AT THIN SET TILE TO RESILIENT

FLOORING

 3" = 1'�0" 15THRESHOLD AT FIRE RATED DOOR

 3" = 1'�0" 16TYPICAL UNDERCUT DOOR DETAIL  3" = 1'�0" 11
THRESHOLD AT CARPET TO CONCRETE

FLOOR

 3" = 1'�0" 13
THRESHOLD AT CARPET TO RESILIENT

FLOORING

 3" = 1'�0" 14
THRESHOLD AT RESILIENT FLOORING TO

SOLID SURFACE

 3" = 1'�0" 21INTERIOR WINDOW BOTTOM SILL

 3" = 1'�0" 22INTERIOR WINDOW HORIZONTAL

 3" = 1'�0" 24INTERIOR WINDOW JAMBS

 3" = 1'�0" 23INTERIOR WINDOW HEAD

 3" = 1'�0" 25INTERIOR WINDOW INSIDE CORNER

 3" = 1'�0" 20INTERIOR DOOR HEAD � ALUM. FRAME

 3" = 1'�0" 18INTERIOR DOOR JAMB � ALUM. FRAME

 3" = 1'�0" 9EXT. DOOR HEAD AT CURTAIN WALL

 3" = 1'�0" 10EXT. DOOR HEAD AT ENTRY VESTIBULE

6 AMENDMENT 6 8/16/13

6

6

6

6

6


